OF 4 Fire Alarm Checklist
SCOTISDALE

All code REFERENCES are to NFPA 72 (2007 version) unless noted otherwise. P = a
An Asterisk* refers to a local amendment. Interior Occupant Notification Systems are % E 5
under a separate checklist. & o g
= O
S ()
A. GENERAL = | = e
Fire alarm plans, specifications, and calculations shall be prepared by an Arizona
1. Registrant or NICET. See Fire Department interpretations and Applications at ] ]
http://www.scottsdaleaz.gov/codes/FireOrd/Default.asp IFC*.
2. Complete plans and details. IFC 907.1. HEEE
3. Cutsheets for fire alarm devices. IFC 907.1. ]| ]
4. Design criteria. IFC Chapter 9. ] ]

B. NOTIFICATION

5. Visual alarms in all public areas. ADAAG 4.28.1.

6. Visual appliance spacing in rooms. 7.5.4.3.

7. Visual appliance spacing in corridors. 7.5.4.4.

Visual appliances in sleeping rooms required to be accessible for the hearing
impaired. 7.5.4.6.

9. Public mode audible appliances. 7.4.2.

10. Private mode audible appliances. 7.4.3.
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11. Voice evacuation system. 6.9.

C. INITIATING

12. Pull stations. 5.12.

13. Pull station for alarms monitoring fire or waterflow detection devices. 6.8.5.1.2.

14. Smoke or heat detector at control unit(s). 4.4.5.

15. Smoke detector spacing. 5.7.3 or product listing.

16. Heat detector spacing. 5.6.3, 5.6.5 or product listing.

17. Monitoring for duct smoke detectors. IMC 606*.

18. Detection devices for elevator recall service. 6.16.3.

19. Detectors for door release. 5.16.6.

20. Monitoring for fire suppression systems other than waterflow. 6.8.5.6

D. CALCULATIONS

21. Calculations for power supply capable of required standby and alarm load. 4.4.1.5.
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22. Voltage drop calcuations. 4.4.1.4.

Planning & Development Services Department
7447 E. Indian School Rd. Ste 125, Scottsdale, AZ 85251 ¢ Phone: 480-312-7080 ¢ Fax: 480-312-7781

Fire Alarms Checklist Page 1 of 1 Revision Date: 14-May-07


http://www.scottsdaleaz.gov/codes/FireOrd/Default.asp

	Fire Alarm Checklist

